
43

A
B

C

D E F

G

B

C

AC-63

SF-4

1B113 1B103 1B101 1A215

1A216

1A214

1A212

104

104A

04B

1B348 1B347

1B300

1B123

1B122

B123B

C115 1B126

1B127

1B125

1B124

1B345

1B346

1B344

1B306

1B324

1B302

1B304A

1B304

1B341

1B343

1B342

1B340

1B339

1B325 1B306A1B338

1B337

1B335

1B336 1B326

1B334

1B332

1B330 1B329

1B320 1B318

1B328

1B327

1B323 1B310

1B311

1B313

1B3141B322

1B321 1B316

1B309

1B308

1B305

1B303

1A211

1AC284

1AC282

1AC281

1AC2

1A207

1AC279

1AC

1AC26

1AC264

1AC266

1AC268

1AC277

1B333

1B331

1B351

1B301

1B307

1C211
1C213

1C215

1C217

1C219

1C223

1C227

1C229

1C214

1C216

1C218

1C220

1C222

1C224

1C226

1C228

228A

125

B124

B123A

1A220J

1B128

1A210

1A208

1A213

1B1001B102B

1B102A

1B102C

1B102D 1B102H
1B102G

1B102J1B102I

1B102E

1B102K1B102F

1B102GA

B123

B123C

CR-PPA1

X

X

X

X

X

X

X

X

4

J
2D

3

2

TYP

CR-PPA1-19

ML

LV

LV

LV

LV

LV

1

1

1

1

TYP

TYP

TYP

J

5

6

3 1C472

1C471

1C460

1C453
1C417

1C415

1B455 1B454

1B453 1B452

1B208 1B207 1B206 1B205 1B204 1B203 1B202 1B201 1B2001B201AH110

1B199

1B198

1B197

1B196

1B195

1B456

1B214
1B215 1B216 1B217

1B218

1B236B

1B236

1B240

1B521

1B523

1B527

1B522

1B513A
1B526

1B524

1B525

1B5311B532

1B533

1B534
1B536

1B535

1B542

1B5011B5371B538

1B539

1B520

1B519

1B517

1B518

1B516

1B511
1B514

1B512
1B515

1C513

1C511

1
C

5
1
5

1C517

33 1C532 1C531

1C530

1C521

1C519

1C470

1B580

1B578
1B590

1B579

1B577
1B570G

1B570F

1B575

1B573

1B571

1B570D

1B570C

1B570B

1B570A

1B570

1B589
1B576

1B574

1B572 1B582

1B584

1B586

1B587

1B588

1B585

1B583

1B560B

1B581

1B561

1B562 1B564

1B566

1B568

1B566A

1B560

1B560A

1B563

1B567

1B567B

1B567A

1B567C

1B550A

1

TYP

LF12-CR

X
X

J
LF12-CR-40 2ML

LV

LV

LV

1

TYP

5

PROVIDE 2 #16AWG UNSHIELDED PLENUM CABLE (CL2P RATING OR BETTER) FROM TRANSFORMER

SECONDARY TO WIRELESS REPEATERS. ROUTE CABLING ABOVE FINISHED CEILING WITH NEW BRIDLE

RING OR J-HOOK SUPPORTS ON 4' CENTERS. ALL PENETRATIONS THROUGH EXISTING WALLS, SHALL BE

INSTALLED IN 3/4" CONDUIT SLEEVES TO MAINTAIN FIRE/SMOKE RATING

PROVIDE 500VA -120V:24VAC TRANSFORMER(S), MOUNTED IN LOCKABLE ENCLOSURE IN ELECTRICAL

ROOM TO POWER WIRELESS ACCESS POINTS (WIRELESS REPEATERS). FIELD VERIFY EXACT MOUNTING

LOCATION WITH COR PRIOR TO ROUGH-IN.  PROVIDE TYPED ADHESIVE LABEL READING "WIRELESS

TEMPERATURE CONTROL POWER SUPPLY".

PROVIDE CONTROLLER WITH WIRELESS USB HUB. CONTRACTOR SHALL MOUNT DIRECTLY TO WALL OR

PROVIDE WALL SHELF. FIELD VERIFY AVAILABLE LOCATION WITHIN ROOM. CONTRACTOR SHALL

PROVIDE 120V-1P EMERGENCY CIRCUIT AND SURFACE MOUNTED DUPLEX RECEPTACLE MOUNTED

ADJACENT TO CONTROLLER.

LOCATION OF EXISTING ANDOVER NETWORK SWITCH INDICATED FOR REFERENCE.

PROVIDE UPDATED PANEL LOAD SCHEDULES.

PROVIDE 2-PORT SURFACE MOUNTED DATA OUTLET MOUNTED ADJACENT TO CONTROLLER. PROVIDE

(2) CAT6 CABLES (1 SPARE) FROM EXISTING ANDOVER NETWORK SWITCH INDICATED ON DRAWINGS AND

CONNECT COMPLETE. COORDINATE WORK WITH COR.

1

2

3

CODED NOTES:

4

A. ACCESS TO ROOMS SHALL BE SCHEDULED WITH VA COR AND DEPARTMENT STAFF.  SUBMIT PROPOSED

SCHEDULE TO VA FOR REVIEW WITHIN 10 BUSINESS DAYS OF NOTICE TO PROCEED.  AREAS CONSIDERED

CRITICAL OR LIMITED AVAILABILITY SHALL BE COORDINATED WITH THE VA DURING THE DEVELOPMENT OF

THE SCHEDULE.

B. FINAL QUANTITIES AND LOCATIONS OF WIRELESS REPEATERS SHALL BE DETERMINED BY THE

CONTRACTOR AND VENDOR IN ORDER TO GUARANTEE A FULLY FUNCTIONAL SYSTEM.

GENERAL NOTES:

5

6

Drawing Title

Approved: Project Director

Project Title

Date

Location

Checked

Building Number

Project Number

Drawing Number

Drawn

Dwg.         ofRevisions: Date

CONSULTANTS:

VAMC - WADE PARK

Office of
Facilities

Management

CONVERT PNEUMATIC

VAV BOXES TO DDC

CONTROL

03-30-15

1

541-15-202

Bid Issue 03-30-15

FULLY SPRINKLERED
ARCHITECT/ENGINEER:

FOR CONSTRUCTION

LDH TWM

PARTIAL FIRST FLOOR

ELECTRICAL PLANS - AREAS C

& D

1-E3B

NOT TO SCALE

FIRST FLOOR KEY PLAN
3

FIRST FLOOR AREA B

FIRST FLOOR AREA C

FIRST FLOOR AREA D

0'

SCALE: 1/16" = 1'0"

8' 16' 32' 64'

PARTIAL FIRST FLOOR ELECTRICAL PLAN - AREA C
1

0'

SCALE: 1/16" = 1'0"

8' 16' 32' 64'

PARTIAL FIRST FLOOR ELECTRICAL PLAN - AREA D
2


	1-E3A, 1-E3B
	1-E3B_1ST FL AREA C&D


